B/15/2016

School:
Cambridgeport School
89 Elm street

Cambridge School Department Lead in Tap Water Survey
Cambridge Water Department Laboratory
Mass. Certification # M-MA140

E.P.A. Action Level: 15 Micrograms per Liter (ug/l.).

Reference: 3Ts for Reducing l.ead in Drinking Water in Schools
Revised Technical Guidance
EPA 818-B-05-008 October 2006 Office of Water (4606)

Results ranked highest to lowest
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Lead
Action Reported
Collect Calc MDL-| Level- Result - Analysis { Analyzed
Lab# Sample Location/Sampling Code Date Collect Time Collect By Test 1D Units ug/L ug/L ug/L Date By

16060603-46 iSpecial Start Room 1 Left Sink B/10/16 6:38 AM Kevin Gannon Lead ; ug/L 0.5 15 2 6/14/16 | KMclnally
16060603-47  iSpecial Start Room 2 Left Sink B/10/16 6:39 AM Kevin Gannon lead ¢ ug/L 0.5 15 1 6/14/16 Knclnally
16060603-48 :Special Start Room 2 Bathroem Sink 6/10/16 6:40 AM Kevin Gannon Lead ug/L 0.5 15 1 6/14/16 | KMcInally
‘ug/L = micrograms per Liter or parts per bitlion
:MDL = Method Detection Linit

| certify under penalties of law that | am the person authorized to fill out this form

and the information contained herein is true, accurate and complete to the best extent of my knowledge. -

Laboratory Director: { lin Date__ &[S, \~m

Massachusetts Laboratory Certification Number: M-MA149 Lead Testing Method: EPA Methed 200.8
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