6/29/2016 Cambridge School Department Lead in Tap Water Survey

Cambridge Water Department Laboratory
Mass, Certification § M-MA149

School: E.P.A, Actlon Level: 15 Micrograms per Liter {ug/L).
Graham & Parks School
44 Linnaean Street, Cambridge MA Reference: 3Ts for Reducing Lead in Drinking Water in Schools
Revised Technica! Guidance
EPA 816-B-05-008 October 2006 Office of Water (4606) Results ranked highest to lowest
: Lead
. Action | Reported
Collect CaleMDL-{ tLevel- Result- | Analysis | Analyzed
Labd Sample Location/Sampling Code Date Collect Time Collect By Test1D Units ug/L ug/L ug/t Date By
16062403-25_|1stFi Am. 111 BF-C [Guels ¢om) v 6/24/16 6:48 AM Kristen Middleton, Lance Walker Lead g/l 05 15 1151 6/28/16 | KMdcinally
16062403-03 jIstFIRm.101 8F-C &~ 6/24/16 7:28 AM Kristen Middieton, Lance Walker Lead ug/L. 05 15 444 6/28/16 | KMclnally
16062403-73 _|2nd Fl Boys Bathroom Far Right Sink BF-C ¢ 6/24/16 8:05 AM Kristen Middieton, Lance Walker Lead ug/L 0.5 15 28 6/28/16 | KMclnally
16062403-39 |1stFl Gym SinkSue CF-C -\\ ) | 8/24/16 7:05 AM Kristen Middieton, tance Walker Lead ug/L 05 15 u 27 6/28/16 | KMcinally
. |16062403-75_{2nd Fi Ubrary Sink CF-C §” ISSWES sdf5i0Pc/20/16 8:05 AM Kristen Middleton, Lance Walker Lead ug/L 05 15 | = 6/28/15_| KMcinally
1606240327 ‘IstARm. 116 CFC P (PLUMSLES) 6/24/16 7:45 AM Kristen Middleton, Lance Walker Lead ug/L 05 15 | = 6/28/16 | KMdnally
16062403-38 {1t Fi Gym SinkJay CRC o 6/24/16 7:04 AM Kristen Middleton, Lance Walker Lead ug/L 0.5 5 3 2z 6/28/16 | KMcinally
16062403-53 i2nd Fl Rm. 212 CRC -\M 6/24/16 8:03 AM Kristen Middleton, Lance Walker Lead ug/L 0.5 15 H 19 6/28/16 | KMcnally
16062403-22 {1stFIAm. 110 CFRC &7 6/24/16 6:52 AM Kristen Middleton, Lance Walker Lead ug/L 0.5 15 12 6/28/16 | KMcinally
16062403-18 |15t Fl Rm. 107 BF-C 6/24/16 6:47 AM Kristen Middieton, Lance Walker Lead ug/L 05 15 9 6/27/16 | KMclnally
16062403-66 i2nd FIRm. 223 CF-C 6/24/16 B8:01 AM Kristen Midd) tance Walker Lead ‘ug/l 0.5 15 8 6/28/16 | KMclinally
16062403-50 |1st F) Teachers Llounge BF-C 6/24/16 7:47 AM Kristen Middleton, Lance Walker Lead vg/L 05 15 8 6/28/16 | KMcinally
16062403-15 |1st £ Rm. 106 CR-C - 6/24/16 6:45 AM Kristen Middleton, Lance Walker Lead vgfL 0.5 15 8 6/27/16 | KMcinally
16062403-37 15t F| Girls Bathroom Far Right Sink BF-C 6/24/16 6:55 AM Kristen'Middleton, Lance Walker Lead ug/L 0S5 15 8 6/28/16 | KMcinally
16062403-16 |15t Rm, 106 BF-C : 6/24/16 6:47 AM Kristen Middleton, Lance Waiker Lead ug/L 05 i5 7 6/27/16 | KMicInally
16062403-14 [1st Fi Rm, 105 CF-C 6/24/16 7:26 AM Kristen Middieton, Lance Walker Lead ugfL 05 15 6 6/27/16 | KiMicinally
16062403-06 J1st FiRm. 102 BF-C 6/24/16 | 7:35 AM Kristen Middletan, Lance Walker Lead ug/L 0.5 15 6 6/27/16 | KMcinally
16062403-55 |2nd FtRm. 213 CF-C 6/24/16 Kristen Middlcton, Lance Walker Lead ug/L 05 15 6 6/28/16 | KMcinally
16062403-72 [2nd Fl Rm, 226 BF-C 6/24/16 Kristen Middieton, Lance Walker Lead ug/t 0.5 15 6 6/28/16 | KMclnally
16062403-24 |1stFIRm. 111 CF-C 6/24/16 Kristen Middieton, Lance Walker Lead ug/L 0.5 15 6 6/28/16 | KMcinally
ug/L = mlcrograms per Liter or parts per billion : *Sampling Code:
iMDL = Method Detection Limit DW = Drinking Water Bubler @
ND = Not Detected

WC = Water Cooler {Chiller Unit)

CF = Classroom faucet
1 certify under penalties of law that | am the person authorized to fill out this form KC = Kitchen Faucet-Cold

and the information contained herein is true, accurate and complete to the best extent of my knowledge. KH = Kitchen Faucet-Hot

pay EC = Home Economics Reaom-Cold
Laboratory Director:__ (o ?\a b ? o ¢ Date: IEI& sN / %

EH = Home Economics Room-Hot
EH = Home Economics Room-Hot -
BF = Bathroom Faucet

. : INS = Nurses Room Sink

Massachusetts Laboratory Certification Number: M-MA149 Lead Testing Method: EPA Method 200.8
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6/29/2016

School:

Graham & Parks School
44 Linnaean Street, Cambridge MA

Cambridge School Department Lead in Tap Water Survey -
Cambridge Water Department Laboratory

Mass. Certification # M-MA149

E.P.A. Action Level: 15 Micrograms per Liter (ug/L).

Reference: 3Ts for Reducing Lead in Drinking Water in Schools
Revised Technical Guidance

EPA 816-8-05-008 October 2006 Office of Water {4606}

Results ranked highest to lowest

Lead
Action Reported
Collect | . . Calc MDL-{ Level- Result- | Analysis
Lab# Sample Location/Sampling Code Date Collect Time Collect By Test ID Units ug/L ug/L ug/L Date  |Analyzed By)|

16062403-09 !istFIRm. 104 BF-C _ 6/24/16 6:48 AM Kristen Middleton, Lance Walker tead ug/L 05 15 6 6/27/16 | KMcinally
16062403-65 |2nd FI Rm.221 CEC 6/24/16 7:28 AM Kristen Middleton, Lance Walker Lead vt 0S5 15 5 6/28/16 | KMcinally
16062403-68 |2nd FI Rm. 224 CF-C 6/24/16 8:05 AM Kristen Middieton, Lance Walker Lead ug/l 0.5 15 5 6/28/16 | KMcinally
16062403-63 |2nd FIRM. 220 CF-C 6/24/16 7:05 AM Kristen Middleton, Lance Walker Lead ug/L * 0.5 15 4 6/28/16 | KMclinally
1606240370 |2nd FIRm, 225 CE-C o 6/24/16 8:05 AM Kristen Middleton, Lance Watker Lead ug/L i 0.5 15 4 6/28/16 | xEm%
1606240311 IstFIRm.104 CR-C 6/24/16 7:45 AM Kristen Middieton, Lance Walker Lead wg/l | 05 15 4 6/27/16 | KMclnally
16062403-62 {2nd FIRm. 217 CF-C 6/24/16 7:04 AM Kristen Middleton, Lance Walker Lead ug/L 0.5 15 4 6/28/16 | KMcinally
16062403-74 |2nd Fl Girls Bathroom Far Right Sink BF-C 6/24/16 8:09 AM Kristen Middleton, Lance Walker Lead ug/L 0.5 15 4 6/28/16 Kiicinally
16062403-10 |1st Fl Rm. 104 Bubbler DW 6/24/16 6:52 AM Kristen Middleton, Lance Walker Lead ug/L 0.5 15 4 6/27/16 : KMclnally
16062403-21 |ist Fl Rm. 110 Bubbler DW 6/24/16 6:47 AM Kristan Middleton, Lance Walker Lead ug/t 0.5 15 4 6/28/16 i KMcinally
16062403-57 |2nd FIRm. 214 CF-C 6/24/16 8:01 AM Kristen Middleton, Lance Walker Lead ug/L C.5 is 4 §/28/16 i KMcinally
1606240341 |{1st Fl Kitchen Staff Bathroom 8F-C 6/24/16 7:47 AM Kristen Middleton, Lance Walker Lead ug/L 0.5 15 4 6/28/16 | KMclnally
16062403-02 iIstFIRm. 101 CF-.C 6/24/16 6:45 AM Kristen Middleton, Lance Walker Lead ug/L 0.5 15 4 6/27/16 | KMcinally
16062403-19  |1st FlRm/ 107 CF-C 6/24/16 6:55 AM Kristen Middleton, Lance Waltker Lead ug/L Q0.5 15 4 8/27/16 : KMclnally
16052403-61 |2nd FIRm. 216 CF-C | 6/24/16 6:47 AM Kristen Middleton, Lance Walker Lead ug/t. 0.5 15 4 6/28/16 i KMcinally
16062403-23 |1stFIRm. 110 BF-C 6/24/16 7:26 AM Kristen Middleton, Lance Walker Lead ug/L 0.5 15 3 6/28/16 | KMclnally
16062403-44 _|1st Fi Main Office BF-C §/24/36 7:35 AM Kristen Middleton, Lance Walker tead vk | 05 15 3 6/28/15 | KMcinally
16062403-17 }1st Rm. 106 Class Bubbler DW 6/24/16 8:10 AM Kristen Middleton, Lance Walker Lead wg/l 0.5 15 3 6/27/16 : KMcinally
16062403-45 !1istFl Middle Sink KC . s 6/24/16 8:00 AM Kristen Middleton, Lance Walker Lead wgl | 05 15 3 6/28/16 | KMclnally
1605240335 |1st Fl Far Right Sink KC "6/24/16 6:48 AM Kristen Middleton, Lance Walker Lead vgl | 05 15 3 6/28/16 | KMcinally
ug/L = micrograms per Liter or parts per billion *Sampling Code: 1 \
IMDL= Method Detection Limit

ND = Not Detected S

| certify under penalties of law that | am the person authorized to fill out this form
and the information contained herein is true, accurate and complete to the best extent of my knowledge.

taboratory Director: m Vn\b \ L

Massachusetts Laboratory Certification Number: M-MA149

outer 3/ 22t

Lead Testing Method: EPA Method 200.8

City:\Water\Laboratory\School Lead Results\Graham & Parks Schooi\20160628 CWD _Graham & Parks School_Results_Report.xls

DW = Drinking Water Bubler

WC = Water Cooler (Chiller Unit)
CF = Classroom faucet

KC = Kitchen Faucet-Cold

KH = Kitchen Faucet-Hot

EC = Home Economics Room-Cold
EH = Home Economics Room-Hot
EH = Home Economics Room-Hot
BF = Bathroom Faucet

| NS = Nurses Room Sink
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6/29/2016 Cambridge School Department Lead in Tap Water Survey
Cambridge Water Department Laboratory
Mass. Certification # M-MA149

School: E.P.A. Action Level: 15 Micrograms per Liter (ug/L}.
Graham & Parks School
44 Linnaean Street, Cambridge MA Reference: 3Ts for Reducing Lead in Drinking Water in Schools
Revised Technical Guidance
EPA 816-8-05-008 October 2006 Office of Water (4606) Results ranked highest to lowest
Lead
Action Reported
Collect CalcMDL-| Level- Result- | Analysis | Analyzed
Lab# Sample Location/Sampling Code Date Collect Time Collect By Test ID Units ug/L ug/L ug/L Date By

16062403-05 |1st FIRm. 102 CF-C 6/24/16 7:35 AM Kristen Middleton, Lance Walker Lead ug/L 0.5 15 3 6/27/16 | KMclnally
16062403-49 {ist Fi Stand Alone Sink  KC 6/24/16 7:15 AM Kristen Middleton, Lance Walker Lead ug/L 0.5 15 3- 6/28/36 | KMcInally
16062403-31 }1st Fi Boys Bathroam Sink Far Right BE£-C 6/24/16 6:54 AM Kristen Middleton, Lance Walker Lead ug/L 0.5 15 : 3 6/28/16 | KMcinally
16062403-43 {15t Fl Main Entrance Bubbler DW 6/24/16 7:45 AM Kristen Middleton, Lance Walker Lead ug/lL 0.5 15 2 6/28/16 | KMcinally
16062403-08 j1stFIRm. 103 CF-C 6/24/16 7:20 AM Kristen Middleton, Lance Waiker Lead ug/t. 0.5 15 X 2 6/27/16 | KMclnally
16062403-26 ilst Fl Rm. 111 Bubbler DW 6/24/16 6:48 AM Kristen Middleton, Lance Walker Lead ug/L 0.5 15 ; 2 6/28/16 | KMcinally
16062403-48 ]1st Fi Nurse NC 6/24/16 7:45 AM Kristen Middleton, Lance Walker Lead ug/L Q5 ™~ 15 ' 2 6/28/16 | KMclnally
16062403-13 |1stFl Rm, 105 BF-C 6/24/16 7:26 AM Kristen Middleton, Lance Walker Lead ug/L 0.5 15 i 2 6/27/16 | KMclnally
16062403-64 i2nd FI Rm. 221 Bubbler DW 6/24/16 7:37 AM Kristen Middleton, Lance Walker Lead ug/L 0.5 15 ; 2 6/28/16 | KMclnally
16062403-54 {2nd £l Rm. 212 Bubbler DW 6/24/16 £:08 AM Kristen Middleton, Lance Walker Lead ug/L 0.5 1’2 6/28/16 | KMcinally
16062403-67 |2nd FI Rm. 223 Bubbler DW 6/24/16 8:03 AM Kristen Middleton, Lance Walker Lead ug/L 0.5 15 2 6/28/16 | KMcinally
16062403-33  |1st Fl Far Left Sink KC 6/24/16 7:15 AM Kristen Middleton, Lance Walker Lead ug/L 0.5 15 2 6/28/16 | KMclnally
16062403-20 {1stFiRm. 107 Bubbler DW 6/24/16 6:46 AM Kristen Middleton, Lance Walker Lead ug/L 0.5 15 i 2 6/27/16 | KMclnally
16062403-60 i2nd Fl Rm. 216 Bubbler DW 6/24/16 8:11 AM Kristen Middleton, Lance Walker Lead ug/L 0.5 15 H 2 6/28/16 | KMcinally
HmOmNnow-m.m 20d FI Rm. 213 Bubbler DW 6/24/16 8:10 AM Kristen Middleton, Lance Walker Lead ug/L 0.5 .. 15 : 2 6/28/16 | KMclnally
16062403-12 :ist Fl Rm. 105 Bubbler DW 6/24/16 7:26 AM Kristen Middleton, Lance Walker Lead ug/L 0.5 15 ! 2 6/27/16 | KMcinally
16062403-04 i1st FlRm. 102 Bubbler DW 6/24/16 7:35 AM Kristen Middleton, Lance Walker Lead ug/l 05.. 15 2 6/27/16 | KMcinally
16062403-58 i2nd FIRm. 215 CF-C 6/24/16 8:15 AM Kristen Middleton, Lance Watker Lead ug/L 0.5 15 2 6/28/16 | KMcnally
16062403-71 j2nd Fl Rm. 225 Bubbler OW 6/24/16 3:03 AM Kristen Middleton, Lance Walker Lead ug/L 05 15 2 6/28/16 | KMclnally
16062403-07 {ist FI Rm. 103 Bubler DW 6/24/16 7:20 AM Kristen Middleton, Lance Walker Lead ug/L 0.5 15 1 1 6/27/16 | KMcinally
ug/L.= micrograms per Liter or parts per billion ~ *Sampling Code:

iMDL = Method Detection Limit
ND = Not Detected

DW = Drinking Water Bubler
WC =Water Cooler {Chiller Unit}

CF = Classroom faucet
| certify under penalties of law that | am the person authorized to fill out this form KC = Kitchen Faucet-Cold

and the information contained herein is true, accurate and complete to the best extent of my knowledge. KH = Kitchen Faucet-Hot
4 W EC = Home Economics Room-Cold
Laboratory Director; %/Uﬂ\rv — Vo h Date:, % N&NNW EH = Home Economics Room-Hot

EH = Home Economics Room-Hot
Massachusetts Laboratory Certification Number: M-MA149 Lead Testing Method: EPA Method 200.8 _BF = Bathroom Faucet

|NS = Nurses Room Sink
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6/29/2016 . Cambridge School Department Lead in Tap Water Survey
Cambridge Water Department Laboratory
Mass. Certification # M-MA149

School: E.P.A. Action Level: 15 Micrograms per Liter {ug/L).
Graham & Parks School
44 Linnaean Street, Cambridge MA Reference: 3Ts for Reducing Lead in Drinking Water in Schools
Revised Technical Guidance
EPA 816-8-05-008 October 2006 Office of Water (4606) Results ranked highest to lowest
Lead
Action Reported
Collect CalcMDL-| Level- Result~ | Analysis | Analyzed
Lab# Sample Location/Sampling Code Date Collect Time Collect By Test 1D Units ug/L ug/L ug/L Date By

16062403-52 {1st Fl Teachers Lounge WC-H 6/24/16 7:35 AM Kristen Middleton, Lance Walker Lead ug/l 0.5 15 1 6/28/2016 | KMclnally
1606240347 {1ist Fl Nurse BF-C 6/24/16: 7:45 AM Kristen Middleton, Lance Walker Lead ug/l 0.5 15 1 6/28/2016 | KMcinatly
16062403-69 !2nd Fi Rm. 224 Bubbler DW 6/24/16 8:03 AM Kristen Middleton, Lance Walker Lead g/l 0.5 15 1: 6/28/2016 | KMcinally
16062403-01 |1st Fi Rm. 101 Bubbler DW 6/24/16 7:28 AM Kristen Middleton, Lance Walker tead ug/L 0.5 15 1 6/27/2016 | KMclnally
16062403-30 11st FIAARoom C&C 6/24/16 7:11AM Kristen Middleton, Lance Walker Lead ug/L 0.5 15 1 6/28/2016 | KMcinally
16062403-28 ;1st Fi Rm. 220 Bubbler DW 6/24/16 7:56 AM Kristen Middleton, Lance Walker Lead ug/L 0.5 15 1 6/28/2016 | KMclnally
16062403-36 |1st Fl Far right Sink KH 6/24/16 7:15 AM Krlsten Middleton, Lance Walker Lead ug/L 0.5 15 1 6/28/2016 ; KMcinally
1606240346 11st Fl Middle Sink KH 6/24/16 7:15 AM Kristen Middleton, Lance Walker Lead ug/L 0.5 15 1 6/28/2016 | KMcinally
16062403-92 |1stFl Kitchen Stand Alone Sink  KH 6/24/16 7:15 AM Kristen Middleton, Lance Walker Lead ug/L 0.5 15 1 6/28/2016 | KMcinally
16062403-29 11st FI CF-C 6/24/16 7:35 AM Kristen Middleton, Lance Walker Lead ug/L 0.5 15 1 6/28/2016 | KMcinally
16062403-34 |1st Fl Far teft Sink KH 6/24/16 7:15 AM Kristen Middletan, Lance Walker Lead ug/L 0.5 15 1 6/28/2016 | KXMcinally
16062403-59 12nd Fl Rm. 215 Bubbler DW . 6/24/16 8:15 AM Kristen Middleton, Lance Walker Lead ugfL 0.5 13 1 6/28/2016 | KMclnally
16062403-32 |1st i Outside Cafeteria 8ubbler DW 6/24/16 6:57 AM Kristen tViddleton, Lance Walker Lead ug/l 0.5 15 ND 6/28/2016 ;| KMcinally
16062403-51 |1st Fl Teackers Lounge WC-C 6/24/16 7:36 AM Kristen Middleton, Lance Walker Lead ug/t 0.5 15 ND 6/28/2016 | KMclnally
1606240340 |1st Fi Hydroboost DW 6/24/16 6:56 AM Kristen Middleton, Lance Walker Lead ug/L 0.5 15 ND 6/28/2016 | KMcinally
ug/L = micrograms per Liter-or parts per biliton *Sampling Code;
iMDL = Method Detection Limit DW = Drinking Water Bubler @

ND = Not Detected WC = Water Cooler {Chiller Unit)

CF = Classroom faucet
1 certify under penaltles of law that 1 am the person authorized to fill out this form KC = Kitchen Faucet-Cold

and the information contained herein is true, accurate and complete to the best extent of my knowledge. ) KH = Kitchen Faucet-Hot
’ EC = Home Economics Room-Cold
Laboratory EERonEv Date;, \R N*\\ %‘ : EH = Home Economics Room-Hot
EH = Home Economics Room-Hot
Massachuysetts Laboratory Certification Number: M-MA149 Lead Testing Method: EPA Method 200.8 BF = Bathroom Faucet
[NS = Nurses Room Sink
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