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7/13/2016

School:
Tobin School
197 Vassal Lane, Cambridge MA

Cambridge School Department Lead in Tap Water Survey
Cambridge Water Department Laboratory

Mass. Certification # M-MA149

E.P.A. Action Level: 15 Micrograms per Liter {(ug/L).

Reference: 3Ts for Reducing Lead in Drinking Water in Schools
Revised Technical Guidance
EPA 816-B-05-008 October 2006 Office of Water (4606)

Results ranked highest to lowest

Lab# Sampling Location Collect Date| Collect Collected By Test ID | Units | Calc lead | Reported | Analysis | Analyzed By
Time MDL- | Action Result - Date
ug/L Level - ug/L
ug/L

16070703-051 |1st FIRm.216 CF-C 7/7/2016] 8:10 AM| Kristen Middleton, Lead | ug/l | 05 15 12 7/12/2016 | KMclnally
Tommy Griffin

16070703-097 {2nd FI Rm.342 Bubbler DW 7/7/2016| 8:26 AM| Kristen Middleton, Lead | ug/l | 0.5 15 10 7/12/2016 | KMclnally
Tommy Griffin

16070703-081 |2nd Fl Boys Bathroom Far Right BF-C 7/7/2016] 8:30 AM| Kristen Middleton, Lead | ug/l | 0.5 15 10 7/12/2016 | KMclnally
Tommy Griffin

16070703-057 |1st Fl Rm.279 Right Sink Bubbler DW 7/7/2016| 7:35 AM| Kristen Middleton, Lead | ug/! 0.5 15 10 7/12/2016 | KMclnally
Tommy Griffin

16070703-076 |1st Fl Rm.290 Left Sink Bubbler DW 7/7/2016| 7:40 AM| Kristen Middleton, Lead | ug/l 0.5 15 10 7/12/2016 | KMclnally
Tommy Griffin

16070703-090 (2nd Fl Rm.312 Bubbler DW 7/7/2016| 8:45AM| Kristen Middleton, Lead ! ug/l | 0.5 15 9 7/12/2016 | KMclinally
Tommy Griffin

16070703-080 |1st FI Rm.344 Bubbler DW 7/7/2016! 8:20 AM| Kristen Middleton, Lead | ug/l | 0.5 15 9 7/12/2016 | KMcinally
Tommy Griffin

16070703-008 |Basement Kitchen Handwashing Sink KC 7/7/2016/ 6:30 AM| Kristen Middleton, Lead | ug/l | 05 15 9 7/12/2016 | KMcinally
Tommy Griffin

16070703-078 |1st Fl Rm.290 Right Sink Bubbler DW 7/7/2016| 7:46 AM| Kristen Middleton, Lead | ug/l 0.5 15 9 7/12/2016 | KMclnally
Tommy Griffin

16070703-019 |Basement Rm.129 Large Sink Right Faucet CF-C 7/7/2016| 6:46 AM| Kristen Middleton, Lead | ug/l | 0.5 15 9 7/12/2016 | KMclnally
Tommy Griffin

16070703-095 (2nd FI Rm.341 CF-C 7/7/2016; 8:35 AM| Kristen Middleton, Lead | ug/l 0.5 15 8 7/12/2016 | KMclnally
Tommy Griffin

16070703-099 |2nd FI Rm.343 Bubbler DW 7/7/2016] 8:25 AM| Kristen Middleton, Lead | ug/l | 05 15 8 7/12/2016 | KMclnally
Tommy Griffin

16070703-015 |Basement Matron's Bathroom BF-C 7/7/2016] 6:27 AM| Kristen Middleton, Lead | ug/l | 0.5 15 7 7/12/2016 | KMcinally
Tommy Griffin
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7/13/2016

School:

Tobin School
197 Vassal Lane, Cambridge MA

Cambridge School Department Lead in Tap Water Survey
Cambridge Water Department Laboratory

Mass. Certification # M-MA149

E.P.A. Action Level: 15 Micrograms per Liter {(ug/L).

Reference: 3Ts for Reducing Lead in Drinking Water in Schools
Revised Technical Guidance
EPA 816-B-05-008 October 2006 Office of Water (4606)

Results ranked highest to lowest

Lab# Sampling Location Collect Date| Collect Collected By Test ID| Units | Calc lead | Reported | Analysis | Analyzed By
Time MDL - Action Result - Date
ug/L | Level- ug/L
ug/L

16070703-053 |1st FIRm.272 NC 7/7/2016] 7:50 AM| Kristen Middleton, Lead | ug/l 0.5 15 7 7/12/2016 | KMclnally
Tommy Griffin

16070703-055 |1st Fl Rm.279 Left Sink Bubbler DW 7/7/2016| 7:32 AM| Kristen Middleton, Lead | ug/l 0.5 15 6 7/12/2016 | KMclinally
Tommy Griffin

16070703-067 (1st Fl Rm.286 Bubbler DW 7/7/2016| 7:02 AM| Kristen Middleton, Lead | ug/l | 0.5 15 6 7/12/2016 | KMclnally
Tommy Griffin

16070703-072 |1st FI Rm.288 BF-C 7/7/2016| 6:55 AM| Kristen Middleton, Lead | ug/l 0.5 15 5 7/12/2016 | KMcinally
Tommy Griffin

16070703-093 |2nd Fl Rm.340 Bubbler DW 7/7/2016| 8:36 AM| Kristen Middleton, Lead | ug/l 0.5 15 5 7/12/2016 | KMclnally
Tommy Griffin

16070703-103 |2nd Fl Rm.346 Bubbler DW 7/7/2016| 8:34 AM| Kristen Middleton, Lead | ug/l | 05 15 5 7/12/2016 | KMclnally
Tommy Griffin

16070703-104 |2nd FI Rm.347 Bubbler DW 7/7/2016; 8:37 AM| Kristen Middleton, Lead | ug/l 0.5 15 S 7/12/2016 | KMclnally
Tommy Griffin

16070703-084 |2nd Fl Staff Lounge KC 7/7/2016| 8:43 AM| Kristen Middleton, | Lead | ug/l | 0.5 15 5 7/12/2016 | KMclnally
Tommy Griffin

16070703-043 |1st Fl Rm.210 Right Sink Bubbler DW 7/7/2016; 8:01 AM| Kristen Middleton, Lead | ug/l 0.5 15 5 7/12/2016 | KMclnally
Tommy Griffin

16070703-048 |1st FI Rm.211 Right Sink CF-C 7/7/2016; 7:50 AM| Kristen Middleton, Lead | ug/l 0.5 15 5 7/12/2016 | KMclnally
Tommy Griffin

16070703-066 |1st Fl Rm.284 CF-C 7/7/2016/ 7:08 AM| Kristen Middleton, Lead | ug/l | 05 15 5 7/12/2016 | KMclnally
Tommy Griffin

16070703-079 [1st FI Rm.290 Right Sink CF-C 7/7/2016| 7:46 AM| Kristen Middleton, Lead | ug/l | 05 15 5 7/12/2016 | KMclnally
Tommy Griffin

16070703-070 1st Fl Rm.287 Bubbler DW 7/7/2016] 7:01 AM! Kristen Middleton, Lead | ug/l | 0.5 15 4 7/12/2016 | KMclnally
Tommy Griffin
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7/13/2016

School:

Tobin School
197 Vassal Lane, Cambridge MA

Cambridge School Department Lead in Tap Water Survey

Cambridge Water Department Laboratory
Mass. Certification # M-MA149
E.P.A. Action Level: 15 Micrograms per Liter (ug/L).

Reference: 3Ts for Reducing Lead in Drinking Water in Schools
Revised Technical Guidance
EPA 816-B-05-008 October 2006 Office of Water (4606)

Results ranked highest to lowest

Lab# Sampling Location Collect Date| Collect Collected By Test ID | Units | Calc lead | Reported | Analysis | Analyzed By
Time MDL- | Action Result - Date
ug/L Level - ug/L
ug/L

16070703-061 |1st Fl Rm.282 CF-C 7/7/2016| 7:30 AM| Kristen Middleton, Lead | ug/! 0.5 15 4 7/12/2016 | KMclnally
Tommy Griffin

16070703-059 |1st Fl Rm.282 Bathroom Sink BF-C 7/7/2016] 7:30 AM| Kristen Middleton, Lead | ug/l 0.5 15 4 7/12/2016 | KMcinally
Tommy Griffin

16070703-058 |1st FI Rm.279 Right Sink CF-C 7/7/2016| 7:35 AM| Kristen Middleton, Lead | ug/l | 05 15 4 7/12/2016 | KMclnally
Tommy Griffin

16070703-069 |1st FI Rm.286-287 Bathroom Sink BF-C 7/7/2016| 7:03 AM| Kristen Middleton, Lead | ug/l 0.5 15 4 7/12/2016 7KMcInaIIy
Tommy Griffin

16070703-096 (2nd FI Rm.341 Bubbler DW 7/7/2016| 8:35 AM| Kristen Middleton, Lead | ug/l | 0.5 15 4 7/12/2016 | KMcinally
Tommy Griffin

16070703-102 |2nd FlI Rm.345 Bubbler DW 7/7/2016| 8:34 AM| Kristen Middleton, lead | ug/l | 0.5 15 4 7/12/2016 | KMclnally
Tommy Griffin

16070703-077 (1st Fl Rm.290 Left Sink CF-C 7/7/2016| 7:40 AM| Kristen Middleton, Lead | ug/l | 0.5 15 3 7/12/2016 | KMclnally
Tommy Griffin

16070703-040 (1st FI Rm.206 CF-C 7/7/2016! 8:05 AM| Kristen Middieton, Lead | ug/l 0.5 15 3 7/12/2016 | KMclinally
Tommy Griffin

16070703-088 i2nd Fi Rm.310 Bubbler DW 7/7/2016| 8:45 AM| Kristen Middleton, Lead | ug/l 0.5 15 3 7/12/2016 | KMcinally
Tommy Griffin

16070703-062 |1st Fl Rm.283 Bubbler DW 7/7/2016| 7:05 AM| Kristen Middleton, . | Lead | ug/l 0.5 15 3 7/12/2016 | KMcinally
Tommy Griffin

16070703-060 |1st Fl Rm.282 Bubbler DW 7/7/2016| 7:30 AM| Kristen Middleton, Lead | ug/l | 0.5 15 3 7/12/2016 | KMclnally
Tommy Griffin

16070703-037 |1st Fl Rm.204 Bubbler DW 7/7/2016; 8:06 AM| Kristen Middleton, Lead | ug/l | 0.5 15 3 7/12/2016 | KMcinally
Tommy Griffin

16070703-082 |2nd Fl Girls Bathroom Far Right BF-C 7/7/2016, 8:30 AM| Kristen Middleton, Lead | ug/l | 05 15 3 7/12/2016 | KMclnally
Tommy Griffin
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7/13/2016

School:

Tobin School
197 Vassal Lane, Cambridge MA

Cambridge School Department Lead in Tap Water Survey

Cambridge Water Department Laboratory
Mass. Certification # M-MA149
E.P.A. Action Level: 15 Micrograms per Liter (ug/L).

Reference: 3Ts for Reducing Lead in Drinking Water in Schools
Revised Technical Guidance
EPA 816-B-05-008 October 2006 Office of Water (4606)

Results ranked highest to lowest

Lab# Sampling Location Collect Date| Collect Coliected By Test ID | Units | Calc lead | Reported | Analysis | Analyzed By
Time MDL - Action Result - Date
ug/L Level - ug/L
_ug/L

16070703-028 |1st Fi Girls Bathroom Far Right CF-C 7/7/2016} 8:15 AM| Kristen Middleton, Lead | ug/l | 0.5 15 3 7/12/2016 | KMclnally
Tommy Griffin

16070703-025 [1st Fl Boys Bathroom (Gym) Far Right Sink CF-C 7/7/2016| 8:15AM| Kristen Middleton, Lead | ug/l | 0.5 15 3 7/12/2016 | KMclnally
Tommy Griffin

16070703-029 |1st Fl Gym - Left Bubbler DW 7/7/2016| 8:20 AM| Kristen Middleton, Lead | ug/l | 05 15 3 7/12/2016 | KMclnally
Tommy Griffin

16070703-007 |Basement Kitchen Bathroom BF-C 7/7/2016| 6:40 AM| Kristen Middleton, Lead | ug/l | 0.5 15 3 7/12/2016 | KMclnally
Tommy Griffin

16070703-050 |1st Fl Rm.215 CF-C 7/7/2016| 8:10 AM| Kristen Middleton, Lead | ug/l | 0.5 15 3 7/12/2016 | KMclnally
Tommy Griffin

16070703-068 |ist Fl Rm.286 CF-C 7/7/2016| 7:02 AM| Kristen Middleton, Lead | ug/l 0.5 15 3 7/12/2016 | KMcinally
Tommy Griffin

16070703-023 [Basement Rm.139 Right Sink CF-C 7/7/2016| 6:47 AM| Kristen Middleton, Llead | ug/l | 0.5 15 3 7/12/2016 | KMclinally
Tommy Griffin

16070703-020 |Basement Rm.130 Bathroom BF-C 7/7/2016| 6:46 AM| Kristen Middleton, lead | ug/l | 0.5 15 3 7/12/2016 | KMcinally
Tommy Griffin

16070703-047 |1st Fl Rm.211 Right Sink Bubbler DW 7/7/2016| 7:50 AM| Kristen Middleton, Lead | ug/l | 0.5 15 2 7/12/2016 | KMcinally
Tommy Griffin

16070703-089 |2nd Fl Rm.311 Bubbler DW 7/7/2016| 8:43 AM| Kristen Middleton, Lead | ug/l | 0.5 15 2 7/12/2016 | KMclnally
Tommy Griffin

16070703-065 (1st Fl Rm.284 Bubbler DW 7/7/2016] 7:08 AM| Kristen Middleton, Lead | ug/l | 0.5 15 2 7/12/2016 | KMclnally
Tommy Griffin

16070703-038 |1st Fl Rm.204 CF-C 7/7/2016| 8:06 AM| Kristen Middleton, Lead | ug/l 0.5 15 2 7/12/2016 | KMcinally
Tommy Griffin

16070703-014 [Basement Kitchen Sink Large Right KH 7/7/2016| 6:32 AM| Kristen Middleton, lead | ug/l | 0.5 15 2 7/12/2016 | KMclnally
Tommy Griffin
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7/13/2016

School:

Tobin School
197 Vassal Lane, Cambridge MA

Cambridge School Department Lead in Tap Water Survey

Cambridge Water Department Laboratory
Mass. Certification # M-MA149
E.P.A. Action Level: 15 Micrograms per Liter {(ug/L).

Reference: 3Ts for Reducing Lead in Drinking Water in Schools
Revised Technical Guidance
EPA 816-B-05-008 October 2006 Office of Water (4606)

Results ranked highest to lowest

Lab# Sampling Location Collect Date| Collect Collected By Test ID| Units | Calc lead | Reported | Analysis | Analyzed By
Time MDL- | Action Result - Date
ug/L Level - ug/L
ug/L

16070703-001 [Basement Boys Bathroom BF-C 7/7/2016| 6:50 AM| Kristen Middleton, lead | ug/l | 0.5 15 2 7/12/2016 | KMclnally
Tommy Griffin

16070703-017 |Basement Rm.128 North Sink CF-C 7/7/2016| 6:45 AM| Kristen Middleton, Lead | ug/l | 0.5 15 2 7/12/2016 | KMcinally
Tommy Griffin

16070703-044 |1st Fl Rm.210 Right Sink CF-C 7/7/2016| 8:01 AM| Kristen Middleton, Lead | ug/l 0.5 15 2 7/12/2016 | KMclnally
Tommy Griffin

16070703-071 |1st Fl Rm.287 CF-C 7/7/2016] 7:00 AM| Kristen Middleton, Lead | ug/l 0.5 15 2 7/12/2016 | KMclnally
Tommy Griffin

16070703-042 {1st Fl Rm.210 Left Sink CF-C 7/7/2016| 8:00 AM| Kristen Middleton, Lead | ug/l 0.5 15 2 7/12/2016 | KMclnally
Tommy Griffin

16070703-013 |Basement Kitchen Sink Large Right KC 7/7/2016| 6:32 AM| Kristen Middleton, tead | ug/l | 0.5 15 2 7/12/2016 | KMclnally
Tommy Griffin

16070703-049 |1st Fl Rm.215 Bubbler DW 7/7/2016| 8:10 AM| Kristen Middieton, Llead | ug/l | 05 15 2 7/12/2016 | KMcinally
Tommy Griffin

16070703-041 |1st Fl Rm.210 Left Sink Bubbler DW 7/7/2016| 8:00 AM| Kristen Middleton, Lead | ug/l 0.5 15 2 7/12/2016 | KMclnally
Tommy Griffin

16070703-091 [2nd Fl Rm.313 Bubbler DW 7/7/2016| 8:45 AM| Kristen Middleton, Lead | ug/l | 0.5 15 2 7/12/2016 | KMclnally
Tommy Griffin

16070703-045 |1st FI Rm.211 Left Sink Bubbler DW 7/7/2016| 7:55 AM| Kristen Middleton, Lead | ug/l | 0.5 15 2 7/12/2016 | KMclnally
Tommy Griffin

16070703-063 {1st Fl Rm.283 CF-C 7/7/2016/ 7:06 AM| Kristen Middleton, Lead | ug/l | 05 15 2 7/12/2016 | KMclnally
Tommy Griffin

16070703-004 |Basement Custodians Bathroom BF-C 7/7/2016| 6:28 AM| Kristen Middleton, Lead | ug/l | 0.5 15 2 7/12/2016 | KMclnally
Tommy Griffin

16070703-006 Basement Girls Bathroom BF-C 7/7/2016; 6:50 AM| Kristen Middleton, Lead | ug/l | 05 15 2 7/12/2016 | KMclnally
Tommy Griffin
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7/13/2016

School:

Tobin School
197 Vassal Lane, Cambridge MA

Revised Technical Guidance
EPA 816-B-05-008 October 2006 Office of Water (4606)

Cambridge School Department Lead in Tap Water Survey
Cambridge Water Department Laboratory
Mass. Certification # M-MA149

E.P.A. Action Level: 15 Micrograms per Liter (ug/L).

Reference: 3Ts for Reducing Lead in Drinking Water in Schools

Results ranked highest to lowest

Lab# Sampling Location Collect Date| Collect Collected By Test ID| Units | Calc Lead | Reported | Apalysis | Analyzed By
Time MDL- | Action Result - Date
ug/L Level - ug/L
ug/L

16070703-011 [Basement Kitchen Sink Large Left KC 7/7/2016] 6:31 AM| Kristen Middleton, Lead | ug/l | 05 15 2 7/12/2016 | KMcinally
Tommy Griffin

16070703-005 Basement Girls Bathroom Bubbler DW 7/7/2016] 6:50 AM| Kristen Middleton, Lead | ug/l | 05 15 2 7/12/2016 | KMclnally
Tommy Griffin

16070703-021 |Basement Rm.130 Office Sink CF-C 7/7/2016| 6:46 AM| Kristen Middleton, Lead | ug/l | 0.5 15 1 7/12/2016 | KMclnally
Tommy Griffin

16070703-027 1st Fl Girls Bathroom (Gym) Right Sink BF-C 7/7/2016; 8:15 AM| Kristen Middleton, Lead | ug/l | 05 15 1 7/12/2016 | KMclnally
Tommy Griffin

16070703-026 |1st Fl Elevator Bubbler DW 7/7/2016| 7:40 AM| Kristen Middleton, Lead | ug/l | 05 15 1 7/12/2016 | KMcinally
Tommy Griffin

16070703-010 |Basement Kitchen Sink Large Corner KH 7/7/2016] 6:35 AM| Kristen Middleton, Lead | ug/l | 05 15 1 7/12/2016 | KMclnally
Tommy Griffin

16070703-039 |1st Fl Rm.206 Bubbler DW 7/7/2016; 8:05 AM| Kristen Middleton, Lead | ug/l | 0.5 15 1 7/12/2016 | KMcinally
Tommy Griffin

16070703-046 |1st Fl Rm.211 Left Sink CF-C 7/7/2016| 7:55 AM| Kristen Middleton, Lead | ug/l 0.5 15 1 7/12/2016 | KMclnally
Tommy Griffin

16070703-074 |1st Fl Rm.288 CF-C 7/7/2016! 6:55 AM| Kristen Middleton, Lead | ug/l 0.5 J.S 1 7/12/2016 | KMclinally
Tommy Griffin

16070703-073 |1st FI Rm.288 Bubbler DW 7/7/2016| 6:55 AM| Kristen Middleton, Llead | ug/l | 0.5 15 1 7/12/2016 | KMclnally
Tommy Griffin

16070703-034 |1st Fl Main Office BF-C 7/7/2016| 6:52 AM| Kristen Middleton, Lead | ug/l 0.5 15 1 7/12/2016 | KMclnally
Tommy Griffin

16070703-012 |Basement Kitchen Sink Large Left KH 7/7/2016] 6:31 AM| Kristen Middleton, Lead | ug/l | 0.5 15 1 7/12/2016 | KMclnally
Tommy Griffin

16070703-024 (1st Fl Boys Bathroom Right Sink BF-C 7/7/2016] 8:15 AM| Kristen Middleton, Lead | ug/l | 05 15 1 7/12/2016 | KMclinally
Tommy Griffin
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7/13/2016

School:

Cambridge School Department Lead in Tap Water Survey

Cambridge Water Department Laboratory
Mass. Certification # M-MA149
E.P.A. Action Level: 15 Micrograms per Liter (ug/L).

Reference: 3Ts for Reducing Lead in Drinking Water in Schools

Tobin School
197 Vassal Lane, Cambridge MA

Revised Technical Guidance
EPA 816-B-05-008 October 2006 Office of Water (4606)

Results ranked highest to lowest

Lab# Sampling Location Collect Date| Collect Collected By Test ID| Units | Calc tead | Reported | Analysis | Analyzed By
Time MDL- | Action Result - Date
ug/L | Level- ug/L
ug/L

16070703-022 |Basement Rm.139 Left Sink CF-C 7/7/2016| 6:47 AM| Kristen Middleton, Lead | ug/l | 0.5 15 1 7/12/2016 | KMcinally
Tommy Griffin

16070703-016 |Basement Rm.128 BF-C 7/7/2016, 6:41 AM| Kristen Middleton, Lead | ug/l | 0.5 15 1 7/12/2016 | KMclnally
Tommy Griffin

16070703-018 |Basement Rm.128 South Sink CF-C 7/7/2016; 6:45 AM| Kristen Middleton, Lead | ug/l | 0.5 15 ND 7/12/2016 | KMclnally
Tommy Griffin

16070703-030 j1st Fl Gym - Right Bubbler DW 7/7/2016| 8:20 AM| Kristen Middleton, lead | ug/l | 0.5 15 ND 7/12/2016 | KMclnally
Tommy Griffin

16070703-083 2nd FI Elevator Bubbler DW 7/7/2016| 8:38 AM| Kristen Middleton, Lead | ug/l | 0.5 15 ND 7/12/2016 | KMclnally
Tommy Griffin

16070703-031 {1st Fl Gym Hall Right Bubbler DW 7/7/2016| 8:10 AM| Kristen Middleton, Lead | ug/l | 0.5 15 ND 7/12/2016 | KMclnally
Tommy Griffin

16070703-033 1st Fl Main Entrance Bubbler DW 7/7/2016| 7:50 AM| Kristen Middleton, Lead | ug/l | 0.5 15 ND 7/12/2016 | KMcinally
Tommy Griffin

16070703-086 |2nd Fl West End Stairwell Bubbler DW 7/7/2016| 8:41 AM| Kristen Middleton, Lead | ug/l | 0.5 15 ND 7/12/2016 | KMclnally
Tommy Griffin

16070703-032 1st Fl Gym Hall Left Bubbler DW 7/7/2016| 8:15AM| Kristen Middleton, Lead | ug/l | 0.5 15 ND 7/12/2016 | KMclinally
Tommy Griffin

16070703-085 |2nd Fi Staff Lounge WC-C 7/7/2016| 8:43 AM| Kristen Middleton, Lead | ug/l | 0.5 15 ND 7/12/2016 | KMclinally
Tommy Griffin

16070703-003 [Basement Caferteria Bubbler DW 7/7/2016] 6:29 AM! Kristen Middleton, Lead | ug/l | 0.5 15 ND 7/12/2016 | KMclnally
Tommy Griffin

16070703-035 (1st Fl Main Office Water Cooler - Cold DW 7/7/2016| 6:52 AM| Kristen Middleton, Lead | ug/l | 0.5 15 ND 7/12/2016 | KMclnally
Tommy Griffin

16070703-002 |Basement Cafeteria Bottle Filler (Hydroboost) 7/7/2016| 6:29 AM| Kristen Middleton, Lead | ug/l | 0.5 15 ND 7/12/2016 | KMclnally
DW Tommy Griffin
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7/13/2016 Cambridge School Department Lead in Tap Water Survey
Cambridge Water Department Laboratory
Mass. Certification # M-MA149
E.P.A. Action Level: 15 Micrograms per Liter (ug/L).

School:
Tobin School
197 Vassal Lane, Cambridge MA

Reference: 3Ts for Reducing Lead in Drinking Water in Schools

Revised Technical Guidance
EPA 816-B-05-008 October 2006 Office of Water (4606)

Results ranked highest to lowest

Lab# Sampling Location Collect Date| Collect Collected By Test ID | Units | Calc lead | Reported | Analysis | Analyzed By
Time MDL- | Action Result - Date
ug/L Level - ug/L
ug/L

ug/L = micrograms per Liter or parts per billion
MDL = Method Detection Limit
ND = Not Detected

| certify under penalties of law that | am the person authorized to fill out this form
and the information contained herein is true, accurate and complete to the best extent of my knowledge.

Laboratory Director: Z:. Df)/x)/ 1 S,

Massachusetts Laboratory Certification Number: M-MA149

Date/Time ¥, /13[46 2:99

Lead Testing Method: EPA Method 200.8
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* Sampling Codes:
DW = Drinking Water Bubbler

WC = Water Cooler (Chiller Unit)
CF = Classroom faucet

KC = Kitchen Faucet-Cold
KH = Kitchen Faucet-Hot

EC = Home Economics Room-Cold
EH = Home Economics Room-Hot
BF = Bathroom Faucet

NS = Nurse's Room Sink




